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Abstract 

This work presents the design and implementation of a wind turbine simulator to carry out laboratory tests on the generation, 

regulation, and control of a wind power conversion system (WECS) with a capacity of 3 kW. A three-phase squirrel-cage 

induction motor emulates the static and dynamic wind turbine characteristics based on the torque-speed profile of a wind 

turbine. The Emulator allows all electromechanical tests to be carried out, from the characterization of the generator to the 

adjustment of controls and protections for equipment operating in a specific location. Initial Emulator tests were successful. 
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1. INTRODUCTION 

Globally, electricity generation based on wind energy is currently one of the most widely used and fastest 

growing renewable energy sources, with the expectation that by 2020 it will account for 12% of total energy 

demand worldwide [1]. On a small scale, in facilities of less than 10kW, there is an active market aimed mainly 

at private users [2] in isolated locations or who wish to take advantage of the subsidies offered by various state 

institutions.  

Most of these installations have been carried out or are being planned in developed countries, the only ones 

that currently can afford the large investments necessary to install and develop equipment that already reach 5MW 

per turbine. 

Given the existing interest in low-power wind systems, it is necessary to develop a system that allows this 

equipment to be subjected to laboratory tests, both to evaluate the new designs of the research groups and to 

standardize the existing equipment on the market, perform quality control and serve as training tools for personnel 

dedicated to providing service to installed systems. The tests of the electric wind turbine must cover two parts, 

each with different requirements: 
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1- Aerodynamic tests of the wind turbine either at scale or in real size. 

2- The tests of the other electromechanical and electronic equipment that make up the electric wind turbine, 

for which it is necessary to connect said equipment to an axis that emulates the torque / speed characteristics of 

the wind turbine. 

In general, the turbine emulators reported in the literature are based on the model of the turbine to be emulated, 

specifically, in relation to its angular power / torque curves, which defines the torque reference that the motor 

wants to reproduce. . 

Regarding electrical machines, the use of DC and AC machines has been proposed. In [3], a DC motor is used 

to which a series resistor is connected in the armature; the solution is simple, however, the energy losses in the 

series resistance are very high. In other cases as [4], a speed control is used for the motor, whose reference is 

obtained from the turbine model to be emulated; Although the solution seems attractive, however, the results 

seem not to be convincing. With a very similar torque control scheme, an emulator that only reproduces the 

maximum power points of the turbine is proposed in [5]. 

In addition, there are some other variants, such as [6], where a torque sensor is used in order to improve the 

correspondence between the torque at the motor output and the torque of the turbine. Another important aspect 

of the behavior of a turbine is its inertia, which is poorly addressed in previous articles. 

Inertia is linked to turbine dynamics and defines the response time between one operating point and another, 

which is important e.g., in the design of WECS control systems. Since the inertia of an electric motor as an 

emulator is not equal to the inertia of a real turbine, then it is necessary that an inertia compensation component 

be included in the emulator. 

In this sense, emulators based on AC machines do usually include inertia compensation. In the case of [7], [8], 

and [9] use is made of a Permanent Magnet Synchronous Machine and a torque control; the steady state 

experimental results guarantee the correct functioning of the system, however, it is highlighted that in [7] and [8] 

inertia is not included; while [9] addresses inertia compensation and illustrates its dynamics in the face of torque 

changes, and it also contemplates tower shadow and wind shear phenomena (differences in wind speed due to 

tower and to the vanes position). Other proposals of emulators make use of the Squirrel Cage Induction Machine 

(SCIM), as is the case of [10] and [11]; in the case of [11], among other things, it addresses various types of 

turbine and does consider inertia compensation. Steady state results are good, but no transient analysis associated 

with inertia compensation is shown. 

In relation to previous reviews, this work proposes the design of a wind turbine emulator based on a SCIM 

and a Back-to-Back converter that does contemplate inertia compensation. Specifically, SCIM control is done 

using torque control and magnetic flux based on vector control.  

The document is organized as follows: Section 2 provides the static/dynamic modeling of a wind turbine and 

its dimensioning; Section 3 describes the components of the turbine emulator and deals with the modeling of 

some emulator components for the design of the emulator control system; Section 4 shows the experimental 

results obtained from the implementation of the emulator. Finally, Section 6 provides the conclusions of the work. 

2. Mathematical Model of Wind Turbine Emulator 
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Fig 1. Wind turbine emulator. 
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Understanding the wind dynamics in wind turbines is of great importance, since these have a higher efficiency 

given by the restrictions imposed by the Betz limit [12]; that is, no three-bladed cross-section wind turbine has 

an efficiency greater than the maximum possible efficiency according to the curve of the power coefficient 

(0.593), that is, how much of the effective wind power can be transferred to mechanical power in the turbine 

rotor; This restriction is physically explained in [13]. After multiple tests with rotors connected to three-blade 

turbines and a sweep of wind speeds, the graphs of the power coefficient versus blade tip speed at different angles 

of â are obtained, as shown in Fig. 1. 

2.1. Wind Turbine Model 

Likewise, the general model of the turbine rotor (Equation 1) was taken from [13], in which the equation of 

the power coefficient is presented (Equation 2), this being a relationship between wind power and mechanical 

power which gets transferred to the turbine rotor. Equation (2) applies to all three bladed turbines where 

parameters C1, C2, C3, C4, C5, C6 were found by means of a regression algorithm. Also, in Equation (2) β is the 

angle of attack of the cross section of the blades with respect to the wind direction; in small-scale turbines this 

value is fixed and is usually close to zero since, according to Fig. 2, this is the angle at which the turbine achieves 

the highest efficiency. 𝜆𝑖 is a relation represented in Equation 3 and λ is the blade tip speed of the turbine that 

depends proportionally on the radius of the blades in m. ω is the angular speed of the turbine rotor with units in 

rad/s, and inversely proportional to the speed of the wind speed in m/s as seen in Equation 3: [18], [19]: 

  𝑃𝑡 =
1

2
𝜌𝜋𝑅2𝜐3𝐶𝑝(𝛽, 𝜆)                        (1) 

𝐶𝑝(𝛽, 𝜆) = 𝐶1 (
𝐶2

𝜆1
−𝐶3𝛽 − 𝐶4) 𝑒

−𝐶5
𝜆1 + 𝐶6𝜆                        (2) 

1

𝜆1
=

1

𝜆−0.089𝛽
−

0.035

𝛽3+1
                                         (3)  

where  is the standard air specific density [kg/m3],
pC is the power conversion coefficient,  is pitch angle of 

turbine blades [degree],  is the wind speed [m/s],   is the tip-speed ratio (TSR), and R is the blade radius [m]. 
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Fig. 2. Variation of power conversion coefficient with pitch angle β. 

A regression process can be applied in Matlab to find the values of the specific parameters of the curve, which 

are C1 = 4.152; C2 = 4; C 3= 0.06959; C4 = 1.616; C5 = 3.34; C6 = 0.01886. Taking into account that 𝛽 =  0, 

since it is a low power turbine with a fixed rotor in which its angle does not vary; the model includes β because 

it applies to any three bladed transverse turbine, regardless of size [20]. 
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To calculate the blade tip speed  , use is made of the expression given in [21] as presented in Equation 4, 

where 𝜔𝑡  is the angular speed of the rotor in (rad/s) [22]: 

𝜆 =
𝜔𝑡𝑅

𝜐
                       (4) 

The electrical output power of a wind turbine depends on the wind speed and each turbine has a specific power 

curve [23]. Wind turbines work in different operating regions, which define the appropriate control structure, 

based on aerodynamic characteristics and wind speed [24], as shown in Fig. 3. 
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Fig. 3. Power curve in different modes 

The four most important regions of operation are explained below [25]: 

1. Region I. It occurs when the wind speed is less than the connection speed. In the case of Fig.  3 (a), it is 

located to the left of 4m / s, a region that is defined by the minimum operating losses of the system. It 

includes the time in which the turbine is not in operation until it is about to start delivering power [26]. 

2. Region II. In this region, the power extracted from the turbine depends on the relationship between the 

speed of rotation and that of the wind. In the case of Fig.  3 (a), it is between 4 and 13m / s wind speed. 

Aerodynamic losses prevent the turbine from drawing maximum theoretical wind power. These losses give 

rise to the so-called Betz limit. In this region, the control system defines the operating point, which is given 

by the maximum power monitoring algorithm [27]. 

3. Region III. This region occurs when the nominal design power is reached, for example, when the wind 

speed produces a power that exceeds the nominal electrical power of the generator. In Fig.  3 (a), it is the 

region between 13 and 25m / s. The turbine must limit existing power, so that it does not exceed the 

maximum design power. In this region of operation, the maximum power point search algorithm is usually 

modified in such a way that the extracted power is nominal [28].  

4. Region IV. This region occurs for high wind speeds, in the case of Fig.  3(a), for wind speeds greater than 

25m / s. When the nominal power of the machine is managed and the rotation speed is exceeded, it is 

necessary to interrupt the rotation of the machine to preserve its integrity, which causes a stop in the 

generation of energy. Generally, this occurs under extreme environmental conditions [29]. 

2.2. Pitch Angle Control 

A factor of great importance in the design of wind systems is the configuration of these in terms of power 

regulation. Wind turbines are designed and controlled with the aim of operating at their rated power for the 

longest possible time. It is true that the power regulation mechanisms have the objective of limiting the speed of 
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the turbine to values greater than the rated speed of operation, and thus avoiding the excessive mechanical efforts 

caused in the turbine at such speeds. Under this perspective, the presence of a control system in a wind generation 

is of great value and has the purpose of safe operation, tracking of maximum power and greater efficiency of the 

generation system. Thus, the main state parameters that can be controlled in a wind turbine are generator 

electromechanical torque, turbine torque, pitch angle, brake system torque, active and reactive power flow, power 

factor and terminal voltage of the generator. The study of these parameters can be further investigated in [30] - 

[32]. In this section, three ways of controlling the power produced by the turbine will be presented. 

According to this type of control, the speed and power produced by the turbine can be controlled by means of 

an active control that allows the adjustment of the pitch angle. A mechanical device is responsible for rotating 

the blades longitudinally, that is, the increase of the pitch angle is obtained by rotating the front cross section of 

the blade that is in the direction of the incident wind towards the rotation plane, and in this way, acting reducing 

the portion of the blade. lift force in the direction of movement. The effect of the pitch angle variation is the 

reduction of the net force in the direction of movement and consequently there is a decrease in the power produced 

by the turbine. In the operation situation of the turbine with lower than nominal winds, the pitch angle will be 

fixed at a value close to 0 °. With the increase in wind speed exceeding its nominal value, the power generated 

is kept constant through the step angle adjustment [33]. The increase in pitch angle is responsible for a 

proportional decrease in torque and mechanical power in wind turbines. This type of control has the advantage 

of the mechanical efforts produced by the rotor on the structure of the wind turbine being less than in turbines 

with stall control. In this way, the structural design of the tower and wind turbine structures requires a smaller 

mechanical structure, and this results in the reduction of its total weight. In addition, the control of the pitch angle 

has the advantage, in the case of an emergency stop of the turbine, smoother response when compared to stopping 

the turbine using the brake torque [34–37]. This control is also used for the simple start of a wind turbine. In [38] 

it is shown the departure and the shutdown of a turbine using the pitch control. The pitch angle controller consists 

of the speed and power controllers, of which block diagram is shown in Fig. 4. 
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Fig. 4. Pitch angle controller 

2.3. Dynamic Model and Inertia Compensation  

 

 

 

 

 

 

 

 

 

Fig. 5. (a) WECS mechanical subsystem. (b) Mechanical turbine subsystem reflected to the high-speed side. 

 

The mechanical subsystem of the wind turbine is described in Fig. 5(a); where is the Jt inertia of the turbine; 

Tg, 𝜔𝑔 , Jg are the torque, speed and inertia of the generator, k-Stiffness of coupling shaft; 

D - Coupling shaft damping, and n is the gearbox transmission ratio. Since the emulator will be coupled directly 
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to the generator, the variables and parameters of the turbine are transformed to the high-speed side, this 

transformation is shown in Fig. 5(b). Values are given by: 𝜔ℎ = 𝑛𝜔𝑇, 𝑇ℎ = 𝑇𝑡/𝑛, 𝐽ℎ = 𝐽𝑡/𝑛2  [39]-[42].                                                  

The inertia of the motor (JM) is not equal to that of the turbine, so it is necessary to make an inertia 

compensation. This work proposes to compensate the inertia together with the torque control of the motor, which 

is an option at no extra cost and adjustable to the inertia value of any turbine that you want to emulate, which 

does not happen when compensating inertia e.g. by means of flywheels. 
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Fig. 6. Model of the mechanical emulator system with inertia compensation. 

In the proposed inertia compensation mechanism, the compensation inertia (Jc) should be added to the motor's 

own inertia (JM), see Fig. 6. In this sense, the value of the compensation inertia should be: Jc = Jh- JM. 
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Fig. 7. Torque reference with inertia compensation for torque control of the SCIM. 

According to Fig. 7, the mathematical model between 𝑇ℎ and 𝑇𝑀 (motor torque) is [43]:  

  𝑇𝑀 = 𝑇ℎ − 𝐽𝑐  𝑑𝜔𝑡/𝑑𝑡                                     (5) 

From which a 𝑇𝑀
∗  reference can be defined as indicated in (4) or in Fig. 5: 

  𝑇𝑀
∗ = 𝑇ℎ

∗−𝐽𝑐  𝑑𝜔𝑡/𝑑𝑡                                     (6) 

Torque reference 𝑇ℎ
∗, includes torque reference 𝑇𝑀

∗  provided by the static model of the turbine, equation (1); 

and the dynamics associated with inertia compensation; that is 𝑇ℎ
∗, it is a slowed down version of 𝑇𝑀

∗ . With this, 

it is possible to propose a torque control loop (TM) of the SCIM, whose reference is given by (6).  

For any wind speed value, the turbine torque can be expressed as [44]: 

 𝑇𝑡 = 0.5𝜌𝑅3𝐶𝑡(𝜆, 𝛽)𝜐2                                  (7) 

3. Induction Motor Control  

The control of the motor side is based on the SCIM dq model given by the following equations [45] 
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  𝑣𝑑𝑠 = 𝑖𝑑𝑠𝑅𝑠 − 𝜔𝑒𝜆𝑞𝑠 + 𝑝𝜆𝑑𝑠                           (8) 

  𝑣𝑞𝑠 = 𝑖𝑞𝑠𝑅𝑠 + 𝜔𝑒𝜆𝑑𝑠 + 𝑝𝜆𝑞𝑠                           (9) 

   0 = 𝑖𝑑𝑟𝑅𝑟 + (𝜔𝑒 − 𝜔𝑟)𝜆𝑞𝑟 + 𝑝𝜆𝑑𝑟                            (10) 

  0 = 𝑖𝑞𝑟𝑅𝑟 + (𝜔𝑒 − 𝜔𝑟)𝜆𝑑𝑟 + 𝑝𝜆𝑞𝑟                            (11) 

   𝑇𝑒 =
3

2

𝑃

2
𝜆𝑑𝑟𝑖𝑞𝑠 = 𝐾𝑖𝑑𝑠𝑖𝑞𝑠 = 𝐾𝑡𝑖𝑞𝑠 .                          (12) 

where 𝑣𝑑𝑠and 𝑣𝑞𝑠are the stator voltages, 𝑖𝑑𝑠 and 𝑖𝑞𝑠 are the stator currents, 𝜔𝑒is the reference frame speed, 𝜔𝑟  is 

the rotor speed, 𝜆𝑑𝑠 and 𝜆𝑞𝑠 are the stator flux linkages, 𝜆𝑑𝑟 and 𝜆𝑞𝑟 are the stator flux linkages, 𝑇𝑒 is the 

electromagnetic torque, and 𝑃 is the number of poles [46].  

Regarding the external loop for torque control (relationship between 𝑇𝑒  and 𝑖𝑞𝑠), only one reference is defined 

in terms of 𝑇𝑒. Thus, controlling 𝑖𝑞𝑠 guarantees a continuous variable torque as shown in (12). In experiment, the 

wind speed pattern and turbine reference torque are implemented by (7). The torque current reference 𝑖𝑞𝑠
∗  is then 

calculated from the torque equation by dividing it by the torque constant 𝐾𝑡 in (12), as shown in Fig. 8 [47].  

 

 

Fig. 8. Block diagram for controlling the induction motor. 

In fact, the motor reference d-axis current is kept constant at the value that maintains the minimum iron loss.  

The GSC is controlled by means of an internal current control loop and an external DC bus regulation loop. 

The grid-side converter (GSC) is controlled by and external DC-link voltage control loop which keep the DC-

link voltage constant, and the output power factor is set to unity by using two internal control loop to control the 

grid-side q-axis current and the d-axis current. Fig. 9 depicts the control block diagram of the grid-side converter. 
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Fig. 9. Control block diagram of grid-side converter. 

3.1. DFIG Control 

To control the active and reactive power in the stator side, a d-q reference frame synchronization with the 

stator flux is selected. The flux vector in the stator is aligned with the d-axis. The flux linkage of the rotor and 

stator is defined as [48] 

𝜆𝑠 = 𝜆𝑑𝑠 = 𝐿𝑚𝑖𝑚𝑠 = 𝐿𝑠𝑖𝑑𝑠 + 𝐿𝑚𝑖𝑑𝑟                           (13) 

  𝜆𝑑𝑟 =
𝐿𝑚

2

𝐿𝑠
𝑖𝑚𝑠 + 𝜎𝐿𝑟𝑖𝑑𝑟                                 (14)  

𝜆𝑞𝑟 = 𝜎𝐿𝑟𝑖𝑑𝑟                                     (15) 

  𝜎 = 1 −
𝐿𝑚

2

𝐿𝑟𝐿𝑠
                                   (16) 

where 𝐿𝑚  is the equivalent magnetizing inductance, 𝐿𝑠  is the equivalent stator self-inductance, 𝐿𝑟  is the 

equivalent rotor self-inductance, 𝜆𝑑𝑠 , 𝜆𝑞𝑠  are the equivalent d-q flux linkage in the stator, 𝜆𝑑𝑟 , 𝜆𝑞𝑟  are the 

equivalent rotor d-q flux linkage, and 𝑖𝑚𝑠 , 𝑖𝑑𝑠, 𝑖𝑑𝑟  are the magnetizing d-axis currents in the stator and rotor. 

     Rotor voltages in the d-q reference frame can be written in terms of rotor and stator magnetizing currents 

[49]: 

𝑣𝑑𝑟 = 𝑅𝑟𝑖𝑑𝑟 + 𝜎𝐿𝑟
𝑑𝑖𝑑𝑟

𝑑𝑡
− 𝜔𝑠𝑙𝜎𝐿𝑟𝑖𝑞𝑟                                      (17) 

𝑣𝑞𝑟 = 𝑅𝑟𝑖𝑞𝑟 + 𝜎𝐿𝑟
𝑑𝑖𝑞𝑟

𝑑𝑡
+ 𝜔𝑠𝑙(𝜎𝐿𝑟𝑖𝑑𝑟 +

𝐿𝑚
2

𝐿𝑠
𝑖𝑚𝑠)                             (18) 

where 𝑣𝑑𝑟 , 𝑣𝑞𝑟  are the d-q voltages in the rotor,  𝑅𝑟 is the rotor equivalent resistance, and 𝜔𝑠𝑙  is the slip angular 

frequency. The stator flux angle is expressed as 

𝜆𝑑𝑠
𝑠 = ∫(𝑣𝑑𝑠

𝑠 − 𝑅𝑠𝑖𝑑𝑠
𝑠 )𝑑𝑡                                      (19) 
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𝜆𝑞𝑠
𝑠 = ∫(𝑣𝑞𝑠

𝑠 − 𝑅𝑠𝑖𝑞𝑠
𝑠 )𝑑𝑡                                         (20) 

 𝜃𝑒 = 𝑡𝑎𝑛−1 𝜆𝑞𝑠
𝑠

𝜆𝑑𝑠
𝑠                                            (21) 

where the superscript 𝑠  represents the parameters in the stationary reference frame, 𝑅𝑠  represents the stator 

resistance, and 𝜃𝑒 represents the synchronous frame angle. Regulating the q-axis component of the rotor current 

controls either the active power of the DFIG stator side or the developed torque in the generator.  

  𝑃𝑠 =
3

2
(𝑣𝑞𝑠𝑖𝑞𝑠 + 𝑣𝑑𝑠𝑖𝑑𝑠) = −

3

2
⋅

𝐿𝑚

𝐿𝑠
⋅ 𝑣𝑞𝑠𝑖𝑞𝑟                                (22) 

To directly control the stator-side reactive power, the rotor d-axis current component should be regulated. This 

reactive power can be expressed as 

   𝑄𝑠 =
3

2
(𝑣𝑞𝑠𝑖𝑑𝑠 − 𝑣𝑑𝑠𝑖𝑞𝑠)  =

3

2
⋅

𝐿𝑚

𝐿𝑠
⋅ 𝑣𝑞𝑠(𝑖𝑚𝑠 − 𝑖𝑑𝑟).                             (23) 

The stator active and reactive powers are proportional to the current components 𝑖𝑞𝑟 , and 𝑖𝑑𝑟 , respectively. 

The DFIG wind turbine system configuration consists of a DFIG connected to the utility grid through its stator. 

The back-to-back PWM power converters enable a bidirectional power-flow control. As a result, the DFIG can 

operate either in sub-synchronous (𝜔𝑟 < 𝜔𝑒) or in super-synchronous modes (𝜔𝑟 > 𝜔𝑒). The schematic diagram 

of the simplified control scheme is shown in Fig. 10 [50].  

 

 

Fig. 10. Control block diagram of the DFIG system. 

The DFIG optimum power 𝑃∗ is the reference power value determined by the wind speed and rotor angular 

speed of the power controller loop. A simple proportional-integral (PI) controller can be utilized to regulate the 

d-q component of the rotor current only if the reference frames for both the measured and reference current 

vectors match [51], [52].  
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4. Experimental Results 

In order to validate the methods presented in this work, a wind turbine emulator was implemented on an 

experimental bench. The induction motor is controlled in order to reproduce the same dynamics and behavior in 

the generator axis in a steady state as a wind turbine. The configuration and description of the system were 

performed in section 3. Fig.  10 shows the motor-generator group used in this work. The experimental bench 

consists of two 3-kW three-phase induction machines coupled by the shaft.  

 

(c)

(d)

(a)

(b)

8[m/s] 

wind 2 m/s/div

12[Nm] 

2 Nm/divWindT

2 Nm/divturbineT

2.5 Nm/divcompT

12[Nm] 

0[Nm] 

0.5 [s]/div
 

Fig. 11. Blade inertia effect. (a) Wind speed, (b) Wind torque, (c) Compensation torque, (d) Turbine total torque. 

For small wind turbine, the turbine torque changes quickly as the wind speed change. To consider the real 

effect of speed change on a high inertia turbine, a compensation torque component is calculated and added to the 

turbine torque. The compensation torque can be positive or negative depend on the decreasing or increasing wind 

speed. Figs. 11 (a) and (b) show the wind speed variation and the corresponding wind torque; respectively. It can 

be observed that the torque follows the wind speed changes. To consider the slow torque change of high inertia 

wind turbine, the compensation torque shown in Fig. 11(c) is calculated and then added to the wind torque. Fig. 

11(d) shows the total torque of high inertia wind turbine. 
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(a)

(b)

(c)

(d)

0 [W]

0 [Deg.]

10[Nm] 

12[m/s] 

wind

2 Nm/div

750 W/div

turbineT

turbineP

2 m/s/div

15 Deg./div

0.5 [s]/div  

Fig. 12. Step variation of wind speed (a) Wind speed [m/s] , (b) Turbine torque [Nm], (c) Turbine power [kW] (d) and Pitch angle[deg.]. 

To evaluate the performance of the pitch-controlled wind turbine system, a set of step response simulations 

with deterministic wind speed without turbulences are performed, of which results are shown in Fig. 12. At wind 

speed lower than 13 [m/s], the pitch angle controller is deactivated, keeping the pitch angle constant to the 

minimum value. The turbine power and speed are continuously increased as the wind speed increases. At wind 

speed higher than 13 [m/s], the pitch angle controller is activated and limits the output power to the rated value.   

 

Fig. 13. Synchronization stator and grid. (a) Phase angle, (b) Voltage. 
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The synchronization process is depicted in Fig. 13, where the stator voltage is synchronized with the grid one. 

From zero stator voltage, the rotor d-axis current is controlled in order to build up the stator voltage in a short 

time. Meanwhile, the phase shift between the two voltages is compensated using the proposed PLL algorithm. 

The synchronization process takes place in an almost couple cycles as shown in the Fig. 13. It is well known that 

the back-to-back PWM converters provide a bidirectional power-flow control thereby enabling the DFIG to 

operate either in sub synchronous or in super synchronous modes. 

 

10 [ms]/div

Converter Voltage

Converter Voltage

Converter current

Converter current

(a)

(b)

 

Fig. 14. Voltage and current of grid-side converter in super synchronous and sub-synchronous speed. 

Fig. 14(a) shows that the converter input current flows in phase with the converter input voltage in the sub 

synchronous mode which means the current is supplied by the grid to the rotor. If the generator speed increases 

to the super synchronous, the phase shift changes to 180 which means the current is supplied by rotor to the grid 

as shown in Fig. 14(b). 

5. Conclusion 

In this paper, the main proposal was the emulation of a wind turbine in an experimental bench, and for that, 

we used an induction motor squirrel cage driven by a back-to-back converter. This simulator aims to reproduce 

the same behavior as a wind turbine, that is, the generator must operate as if it were connected to a real turbine. 

In this line, a wind profile implemented by using a computer program and its output is used as an input signal. 

This signal together with the speed measured on the axis serves as the input variable of the emulated turbine. 

Thus, it was possible to calculate the turbine's aerodynamic torque. Remembering that, in the simulation of the 

turbine with speed control, the electric torque of reference was used, thus, the dynamic equation of the speed was 

solved inside the computer. As observed in the simulation and experimental results, the objective of controlling 

was achieved. In accordance with the aforementioned, the advantage of this model is the possibility of simulating 

different turbines with different inertia constants and different wind profiles. This simulation presents a simpler 

implementation, since it is possible to simulate several turbines with their respective moments of inertia without 

the need to install flywheels on the axis of the generator motor group, for each case to be simulated. 

Still in this work, it was proposed to start the engine by a torque signal, that is, the engine is started so that it 

generates the same torque on the generator shaft as a wind turbine. The generator was directly connected to the 

electrical network. The motor provides torque variations proportional to the speed variations of the simulation 

wind, thus, measurements of the energy generated by the generator and its dynamic behavior, to the variations of 

the torques were made. on the bench, the pitch angle control proved to be an efficient method to limit the power 

extracted by the turbine, in situations of speeds above the rated speed.  
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Appendix A.  

The specification of the induction machine used for test is three-phase, four poles, 230 V, 50 Hz, 3 kW. 

TABLE 1. PARAMETERS OF TURBINE BLADE MODEL  
Parameters Value 

Blade radius 0.95 [m] 

Max. power conv. coeff. 0.45 

Optimal tip-speed ratio 7 

Cut-in speed 4 [m/s] 

Rated wind speed 13 [m/s] 
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TABLE 2. PARAMETERS OF 3KW SCIG 
Parameters Value 

Stator resistance 0.93 [] 

Rotor resistance 0.533 [] 

Iron loss resistance 190 [] 

Stator leakage inductance 0.003[H] 

Rotor leakage inductance 0.003[H] 

Mutual inductance 0.076[H] 

 


